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Addendum No. 1

Dear Contractor:

This addendum is being issued to the contract for Building Construction adjacent to State highway in SISKIYOU
COUNTY ABOUT 16 KM NORTH OF YREKA AT THE COLLIER SAFETY ROADSIDE REST AREA.

Submit bids for this work with the understanding and full consideration of this addendum.  The revisions declared in this
addendum are an essential part of the contract.

Bids for this work will be opened on April 23, 2002.

This addendum is being issued to revise the Notice to Contractors and Special Provisions.

In the Special Provisions, Division 2, "SITEWORK," Section 2.01, "REMOVING PORTIONS OF EXISTING
FACILITIES," subsection, "SALVAGE," the following paragraph is added after the first paragraph:

"Salvaging of Well Pumps #1 and #2 shall include pump motors, 5486 mm column assemblies, bowls,
and basket strainers."

In the Special Provisions, Division 2, "SITEWORK," Section 2.07, "WATER SUPPLY SYSTEM," subsection, "WELL
PUMP," the sixth paragraph is revised as follows:

"The column assembly shall be 5486 mm long, consist of a 305 mm outer discharge pipe, a 32 mm line
shaft and column spacers with inserted bearings for water lubrication.  The outer column shall be Schedule
40 conforming to the requirements of ASTM Designation:  A 53."

To Proposal and Contract book holders:

Indicate receipt of this addendum by filling in the number of this addendum in the space provided on the
signature page of the proposal.

Submit bids in the Proposal and Contract book you now possess.  Holders who have already mailed their
book will be contacted to arrange for the return of their book.

Inform subcontractors and suppliers as necessary.
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This office is sending this addendum by confirmed facsimile to all book holders to ensure that each receives it.

If you are not a Proposal and Contract book holder, but request a book to bid on this project, you must comply with the
requirements of this letter before submitting your bid.

Sincerely,

ORIGINAL SIGNED BY

REBECCA D. HARNAGEL, Chief
Office of Plans, Specifications & Estimates
Office Engineer


